
1. If Connect to our control Panel 

 

the connection as below( Just use infrared exit’s 4 wires: +12V/GND/COM and NO, ignore other wires ): 

Infrared exit button’s 12V to Control Panel’s 12V 

Infrared exit button’s GND to Control Panel’s GND 

Infrared exit button’s NO to Control Panel’s PX(X=1, for 1
st
 door;  X=2, for 2

nd
 door … ) 

Infrared exit button’s COM to Control Panel’s GND( which besides P1/P2/P3/P4 ..。) 

 

 



2. If Connect to your own power unit and with Magnetic lock 

 

For magnetic lock: 

 Lock's red wire to Power unit's +NC, not infrared's NC 

Lock's black wire directly to power unit's -COM 

 

 

For infrared exit button:(totally 4 wires ) 

12V to power unit's 12V 

GND to power unit's GND 

NO to power unit's PUSH 

COM to power unit's GND 
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